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2/8/19 ADDENDUM 1

595 CHEMAWA ROAD N., KEIZER, OR 97303

2018 BOND: 2019 MCNARY HIGH SCHOOL ADDITION AND RENOVATION

MCNARY HIGH SCHOOL

VICINITY MAP

NOT TO SCALE

PROJECT TEAM

OWNER:

SALEM-KEIZER PUBLIC SCHOOLS

3630 STATE ST. SE

SALEM, OREGON 97301

CONSTRUCTION SERVICES:

JOEL SMALLWOOD

KYLE BEATY

PHONE: 503-391-1133

FAX: 503-375-7818

email: smallwood_joel@salkeiz.k12.or.us

beaty_kyle@salkeiz.k12.or.us

ARCHITECT:

ANDERSON SHIRLEY ARCHITECTS INC.

695 COMMERCIAL ST SE

SALEM, OREGON 97301

CONTACT: KARL ANDERSON

                   JOHN SHIRLEY

PHONE: 503-371-1140

FAX: 503-364-6751

email: karl@andersonshirley.com

john@andersonshirley.com

STRUCTURAL:

MSC ENGINEERS INC.

3470 PIPEBEND PL. NE SUITE 120

SALEM, OR 97301

CONTACT:

DOUG MELTZER

CAMERON SWEARENGIN

PHONE: 503-399-1399

FAX: 503-399-8259

EMAIL: dougm@mscengineersinc.com

CODE SUMMARY

1. SEISMIC IMPROVEMENTS (SEE BID ALT 1)

2. EXTERIOR PAINT

3. SELECT GARAGE DOOR REPLACEMENT

4. SELECT FLOORING REPLACEMENT (SEE BID ALT 2)

5. REPLACE EXISTING GALVANIZED DOMESTIC WATER LINES (SEE BID ALT 3)

6. VENTILATION IMPROVEMENTS

7. NEW IP INTERCOM / CLOCK SYSTEM

8. ACCESS CONTROL SYSTEM UPGRADE

9. EXPAND WIRELESS CAPACITY TO ALL CLASSROOMS

MECHANICAL:

MFIA ENGINEERS INC.

2007 S.E. ASH

PORTLAND, OREGON 97214

CONTACT:

SCOTT MILLER

PHONE: 503-234-0548

FAX: 503-234-0677

EMAIL: scott.miller@mfia-eng.com

ELECTRICAL:

LANDIS CONSULTING

6446 FAIRWAY AVE. SE, SUITE 220

SALEM, OR 97306

CONTACT:

BEN PERRY

PHONE: 503-584-1576

EMAIL:ben_perry@landisconsulting.com

TITLE PAGE

GEN. NOTES

JKS

A00.1

PROJECT SCOPE SITE

1.  SITEWORK AT ADDITIONS

2.  RENOVATION / RELOCATION OF EXISTING ATHLETIC FEILDS

3.  RENOVATION / RELOCATION OF EXISTING TENNIS COURT

4.  ADDITIONAL PARKING AND BUS DROP OFF ROUTE

5.  VIDEO SURVEILLANCE / INTRUSION

6.  PAGING / NOTIFICATION / ACCESS CONTROL

PROJECT

LOCATION

PROJECT SCOPE NEW ADDITIONS

1. NORTH CLASSROOM ADDITION: GENERAL EDUCATION SPACES,

CAREER TECHNICAL EDUCATION SPACES, SPECIAL EDUCATION

SPACES, AND SUPPORT SPACES

2. SOUTH MAIN ENTRY ADDITION: ADMINISTRATION AND MUSIC

SPACES

STATE OF OREGON STRUCTURAL SPECIALTY CODE 2014

EDITION OF THE 2012 INTERNATIONAL BUILDING CODE

OCCUPANCY GROUPS:

E (EDUCATION)

F-1 (FACTORY MODERATE HAZARD)

SEE SHEETS A00.4 & A00.5 FOR ADDITIONAL CODE INFORMATION

PARKING:

506 PARKING STALLS RECOMMENDED PER TRAFFIC STUDY (354 MIN PER CITY CODE)

587 PARKING STALLS PROVIDED

18 BICYCLE PARKING SPACES RECOMMENDED PER TRAFFIC STUDY & CITY CODE

36 BICYCLE PARKING SPACES PROVIDED

SIZE OF PROPERTY: 31.92 ACRES EXISTING

6.18 ACRES NEW

39.10 ACRES TOTAL

CIVIL:

WESTECH ENGINEERING INC.

3841 FAIRVIEW INDUSTRIAL DR. SE

SALEM, OR 97302

CONTACT: RAY ENGEL

PHONE: 503-585-2474

FAX: 503-585-3986

EMAIL: rengel@westech-eng.com

LANDSCAPE:

LEISINGER DESIGNS

3295 TRIANGLE DR. SE, SUITE 105

SALEM, OR 97302

CONTACT: ANDY LEISINGER

PHONE: 503-378-0200

FAX: 503-378-0078

EMAIL: andy@leisingerdesigns.com

PROJECT SCOPE EXISTING BUILDING RENOVATION ALTERNATES

BID ALTERNATE #1 - SEISMIC UPGRADE OF THE EXISTING BUILDING'S EAST

WING. COMPRISED OF THE ADDITION OF SEISMIC GAPS, ADDITIONAL SHEAR

-WALL BRACING, CORRIDOR GLAZED BRICK WAINSCOT STABILIZATION,

BRACING OF THE EXISTING SUSPENDED CEILING SYSTEM/LIGHT FIXTURES,

AND SEISMICALLY BRACING THE EXISTING FIRE SPRINKLER SYSTEM. SEE

ARCHITECTURAL, STRUCTURAL, MECHANICAL, PLUMBING, AND ELECTRICAL

FOR ADDITIONAL SCOPE/AFFECTED FINISHES.
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FLUOR. FLUORESCENT
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INSIDE DIAMETER/DIMENSION

INTERCOM SYSTEM STAFF PHONE

LANDSCAPING
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NOT IN CONTRACT

MARKER BOARD
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ON CENTER

SANITARY NAPKIN DISPOSAL

OVERFLOW DRAIN

OWNER FURNISHED

OWNER INSTALLED

PLASTIC LAMINATE

PROJECTION SCREEN

PAPER TOWEL DISPENSER

ROOF DRAIN

ROUGH OPENING

NOT TO SCALE

OPP. OPPOSITE

R.O.

P. LAM.

PLAS.

RM.

R.D.

RAD.

P.T.D.

PLYWD.

P.S.

PLASTER

PLYWOOD

RADIUS

ROOM
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MECH.
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MAXIMUM
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MINIMUM

MOUNT

MAP RAIL

M.O. MASONRY OPENING

OFFICEOFE

PREFINISHEDPREFIN.

PRESSURE TREATEDP.T.

M.S. MOP SINK

O.S. OCCUPANCY SENSOR

INTERCOM SYSTEM SPEAKER

SOAP DISPENSER OR SMOKE

SANITARY NAPKIN DISPENSER

SUSPENDED

TACK BOARD

TOP OF ... (SEE B.O.)

TOILET PAPER HOLDER

UNLESS OTHERWISE NOTED

VISUAL STROBE

SEAT COVER DISPENSER

WASH FOUNTAIN

WELDED WIRE FABRIC

STOR. STORAGE

VEST.

VERT.

V

WDW.

W/O

W/

W.W.F.

WD.

W.F.

VERTICAL

VESTIBULE

WOOD

WITH

WITHOUT

WINDOW

SHTHG.

SUSP.

U.O.N.

TYP.

TV.

T.P.H.

T.O.

T.B.

SHEATHING

TELEVISION

TYPICAL

SD.

S

STL.

STD.

SIM.

S.N.

SHT.

SHR.

S.C.D.

SHOWER

SHEET

SIMILAR

STANDARD

STEEL

ST. STL. STAINLESS STEEL

SYSTEMSYS.

VINYL ASBESTOS TILEVAT

VINYL COMPOSITION TILEVCT

DETECTOR

MANUFACTURERMFR.

ACT. ACOUSTICAL CEILING TILE

CLEANOUTC.O.

INV. INVERT

EL. ELEVATION

(E) EXISTING

OCCUPANT(S)OCC.

REQUIREDREQ'D.

GRG. GLASS REINFORCED GYPSUM

FURR. FURRING

FT. FOOT/FEET

F.S. FLOOR SINK

FLOORFLR.

CLG. CEILING

CORR. CORRIDOR

CONCRETE MASONRY UNITC.M.U.

ALTERNATEALT.

G.F.C.I. GROUND FAULT CIRCUIT INTERRUPT

C-TOP COUNTERTOP

BID ALTERNATE #2 - INSTALL NEW VCT FLOORING AND RUBBER BASE AT

AREAS NOT DIRECTLY AFFECTED BY WORK REQUIRED FOR SEISMIC UPGRADE

OF EXISTING BUILDING OR NEW CONSTRUCTION. SEE ARCHITECTURAL AND

PLUMBING FOR ADDITIONAL SCOPE.

CMGC:

LCG PENCE CONSTRUCTION

2720 PENCE LOOP SE

SALEM, OR 97302

CONTACT:

LEE ZUMWALT

PHONE: 503-252-3802

EMAIL: leez@lcgp.com

PROJECT MANAGER:

DAY CPM

12745 SW BEAVERDAM RD #120

BEAVERTON, OR 97005

CONTACT: BRIAN HARDEBECK

PHONE: 503-536-3888

EMAIL: Brian.Hardebeck@otak.com

BID ALTERNATE #3 - RE-PIPE OF EXISTING PLUMBING FIXTURES BEYOND THAT

IDENTIFIED FOR THE TUNNEL SYSTEM TO SERVICE THE BOY'S AND GIRL'S

LOCKER ROOMS. SEE ARCHITECTURAL, PLUMBING, AND ELECTRICAL FOR

ADDITIONAL SCOPE/AFFECTED FIXTURES.

KITCHEN:

JBK CONSULTING AND DESIGN, INC.

6217 NE CHERRY DRIVE

HILLSBORO, OR 97124

CONTACT: JILL BIERMAN

PHONE: 503-686-8958

EMAIL: jill@jbkdesign.net

ACOUSTICAL:

ABD ENGINEERING AND DESIGN

321 SW 4TH AVE, STE 700

PORTLAND, OR 97204

CONTACT: MELINDA MILLER

PHONE: 503-444-5656

EMAIL: mmiller@abdengineering.com

DEFERRED SUBMITTALS

1. STEEL JOISTS

2. WOOD ROOF TRUSSES

3. FIRESTOPPING

4. ALUMINUM STOREFRONT ANCHORAGE

5. SUSPENDED ACOUSTICAL CEILING SUSPENSION SYSTEM

6. STUDIO PIPE GRID

7. CHAIN LINK FENCING (OVER 6' TALL) / BALL NETTING SYSTEM

8. SCOREBOARD SUPPORT STRUCTURE

9. SEISMIC ANCHORAGE OF MECHANICAL AND ELECTRICAL EQUIPMENT

10. FIRE ALARM

11. FIRE SPRINKLER
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EXISTING BUILDING

EXT. WALL OF NEW ADDITION
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CONT.

BOT.

CONC. FOOTING
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EL. 100'-0"

SOUTH ENTRY COURTYARD
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COURTYARD PLANS 

A0.3

NORTH COURTYARD

SCALE: 1/16" = 1'-0"

2

A0.3

PARTIAL SITE PLAN

SCALE: 1/16" = 1'-0"

1

A0.3

COVERED WALK

SCALE: 3/8" = 1'-0"

4

A0.3

COVERED WALK FLASHING DETAILS

SCALE: 1 1/2" = 1'-0"

5

A0.3

BENCH/STEPS

SCALE: 3/8" = 1'-0"

6

A0.3

FLAGPOLE BASE

SCALE: 3/4" = 1'-0"

9

A0.3

SITE RETAINING WALL

SCALE: 3/8" = 1'-0"
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SOUTH NORTH WEST EAST 

PREFIN. MTL. ROOFING

2X10 FASCIA, W/ PRE-FINISHED MTL

DRIP EDGE FLASHING TYP ALL SIDES

CMU, PAINT

2'-0"

1'-0"

HOLLOW STL.

DOOR & FRAME

RELOCATE

EXIST. BENCH

AND SHELVES

8' HARDIE PANELING & BATTENS
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D2

24'-0" 38'-0"

30' TALL NETTING8' CHAIN LINK FENCE

D3B

D2A

HOLLOW

STL. DOOR

& FRAME
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1
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SIM.

REV.
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SALVAGE EXISTING

BLEACHERS AND

LOCATE AT NEW FIELD
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GRAVEL

LAWN

AWAY

DUGOUT

STORAGE

HOME

DUGOUT

HOME

DUGOUT

8' - 0"

PREFIN. MTL. ROOFING ON

BLDG. FELT ON 1/2" 5PLY PLYWD.

SHTHG ON 2X8 RAFTERS@ 24" O.C.

5 1/8" X 18" GLU-LAM BEAM

6" REINF. CMU, GROUT SOILD

4" CONC. SLAB ON

6" COMPACTED ROCK BASE

SEE STRUCTURAL FOR

FOUNDATION / FOOTING

INFORMATION

8' HARDIE PANEL SHEATHING ON BEAM

10

A0.4

9

A0.4

SALVAGE EXISTING BENCHES AND

OTHER FURNISHINGS, REINSTALL AT

NEW LOCATION

12

1.5

PT 2X6 TOP PLATE

SEE STRUCTURAL

FOR ADDITIONAL

INFORMATION

2X10 EAVE BD W/ PRE-FINISHED

FASCIA FLSH'G  W/ 1/2" DRIP EDGE

TYPICAL ALL SIDES

SOUTH STORAGE BUILDING ELEVATION

SCALE: 1/8" = 1'-0"
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AREA OF REMOVED /

RECONSTRUCTED FASCIA

D.S. BEYOND, TYP.

EXIST. C.M.U. TO REMAIN

EXIST. PLYWD. FACE /

TRIM TO REMAIN

EXIST. VENTS TO REMAIN

9

A8.6

EAST STORAGE BUILDING ELEVATION

SCALE: 1/8" = 1'-0"

6
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REMOVE EXIST. FASCIA

& ROOF

NEW FASCIA TO MATCH

EXIST.  PROVIDE NEW

FLASHING TO MATCH

EXIST., PAINT

NO CHANGE TO

EXIST. STRUCTURE

0' 4' 10' 20'

1/8" = 1'-0"

SIMPSON H1 EA

RAFTER TYP.

MTL ROOFING OVER FELT

SIMPSON A34

EA RAFTER. TYP.

SEE STRUCT FOR RE-BAR /

ANCHOR BOLT / CMU

REQUIREMENTS

PREFIN. MTL. EAVE FLASHING

WITH 1/2" DRIP EDGE / CONTINUOUS

CLEAT OVER 2X10 EAVE BOARD

SEE STRUCTURAL S10.1 FOR

ADDITIONAL INFORMATION

5 1/8" X 18"

GLU-LAM BEAM

(BEAM UP-SIZED

BY ARCH.)

2X4 CEMENT

FIBER BOARD

PRE-FINISHED

MTL. FLASHING

PROVIDE PRE-FINISHED

END CLOSURE PANEL

HARDIE BATTEN

FLEXIBLE FLASHING

HARDIE PANEL

AIR BARRIER W/

DRAINAGE PLANE

SIMPSON H1 EA

RAFTER TYP.

SIMPSON A34

EA RAFTER. TYP.

SIMPSON HUC612

SEE STRUCTURAL S10.1 FOR

ADDITIONAL INFORMATION
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DUG-OUT FLOOR PLAN

SCALE: 1/8"= 1'-0"
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A0.4

DUGOUTS,  

BLEACHERS, AND

STORAGE BLDG.

KMJ

A0.4

NORTH DUG-OUT ELEVATION (SOUTH DUG-OUT SIMILAR)

SCALE: 1/8"= 1'-0"

4

A0.4

DUG-OUT SECTION 

SCALE: 1/4"= 1'-0"
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A0.4

DUG-OUT EAVE 

SCALE: 1 1/2"= 1'-0"
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DUG-OUT EAVE

SCALE: 1 1/2"= 1'-0"
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EAST NORTH 

WEST SOUTH
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A0.5

24'-0"
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-
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"

2X6 STUD WALL @ 16" O.C.

2'-0"2'-0"2'-0"2'-0"
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PREFIN. MTL. ROOFING

HARDIE PANEL SIDING W/

HARDIE 2 1/2"X3/4"BATTENS

@ 16" O.C. ALIGN WITH STUD

FRAMING, PAINT

D1
D1A

J.T.

J.T.

PROVIDE 1/2" SLOPE TO EXTERIOR @ O.H.D.

PREFIN. MTL. EAVE FLASHING

WITH 1/2" DRIP EDGE OVER

2X6 EAVE BOARD

PREFIN. MTL. GABLE EAVE

FLASHING WITH 1/2" DRIP

EDGE OVER 2X8 EAVE BOARD

MOW STRIP (3) SIDES

12

3

6X8 HDR

W/ DBL 2X6 POST

SEE CIVIL FOR DRIVE

E.J. TYP

HARDIE 2X6 WATER

TABLE BASE BOARD W/

PRE-FINISHED

HEMMED "Z" FLASHING

PRE-FINISHED

HEMMED "Z" FLASHING

JOINT @ TOP OF PANEL
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L
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E

PRE-FINISHED MTL DOWN

SPOUT

HARDIE 5/4X 6

HEAD TRIM
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JAMB TRIM
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PREFIN. FINISHED GUTTER &

D.S. CONNECT TO STORM

COORDINATE W/ MOW STRIP/

SIDE WALK

HARDIE 5/4X6 CORNER

BOARDS TYPICAL

4

A0.5

2 X 6 WOOD STUD WALL @ 16" O.C.

PREFIN. MTL. ROOFING ON

BLDG. FELT ON 1/2" CDX 5 PLY PLYWD.

DECK ON TRUSSES

CONC. FOOTING W/ (3) #4 BAR

CONTINUOUS

4" CONC. SLAB ON

6" COMPACTED ROCK BASE

12' - 0"

PREFIN. MTL. EAVE FLASHING

WITH 1/2" DRIP EDGE /

CONTINUOUS CLEAT OVER 2X8

EAVE BOARD

SIMPSON H1 TYP EA TRUSS

8'-0"   3/4" CDX PLYWD

WAINSCOT ALL WALLS

PAINT FINISH

P.T. 2X6 MUD SILL W/ 1/2" DIA ANCHOR

BOLT @ 4'-0" O.C. (12" FROM SPLICE /

END)
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1'-0"

1
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"

FINISH GRADE / SIDE WALK AS
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6" X12" MOW STRIP @ BLD'G

PERIMETER

PROVIDE EXPANSION JOINT EACH

END & MID POINT CONTROL JOINTS

@ 12' O.C.

12

3

PRE MFR TRUSSES @

2'-0" O.C. TYP.
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A0.5

6

A0.5

PREFIN. MTL. GUTTER PER MTL

ROOF'G MFR

0' 4' 10' 20'

1/8" = 1'-0"

BLOCKING PER TRUSS MFR

2X8 DF CLEAR NOTCHED @

RAFTERS TO FIT TIGHT

PRIME ALL SURFACES

/ PAINT

5 PLY 1/2" CD X PLYWD

W/ VAPOR BARRIER -

DRAINAGE PLANE

4X 10 HARDIE PANEL W/

3/4" X 2 1/2" BATTENS.

(BATTENS TO ALIGN W/

STUD FRAMING)

2X2 CLOSURE TRIM

CONTINUOUS @ TO OF

PLYWD WAINSCOT

SIMPSON H1 EA TRUSS. TYP.

CONTINUOUS CLEAT

MTL ROOFING OVER 30# FELT

4X8 3/4" CD X

PLYWD WAINSCOT

PAINTED

GUTTER PER ROOFING  MFR

SEE STRUCTURAL S10.1 FOR

ADDITIONAL INFORMATION

AIR BARRIER

HARDIE BATTEN

FLEXIBLE FLASHING

PRE-FINISHED

MTL. SKIRT FLASHING

PROVIDE PRE-FINISHED

END CLOSURE PANEL @

DOOR JAMB

FLEXIBLE FLASHING TO

LAP OVER FLASHING BELOW

STUD WALL CONSTRUCTION

FOOTING / SLAB PER

STRUCTURAL

2X6 CEMENT

FIBER BOARD

WATER TABLE

HARDIE 4X10 PANEL

6X12 CONC. MOW

STRIP W/ #4 BAR

1

8

"

2X6 P.T. PLATE W/

SILL SEALER

SEE STRUCTURAL S10.1 FOR

ADDITIONAL INFORMATION

GABLE END PER TRUSS MFR

OUT RIGGER PER STRUCTURAL

2X6 DF CLEAR NOTCHED @

OUT RIGGERS TO FIT TIGHT

PRIME ALL SURFACES

/ PAINT

PREFIN. MTL. GABLE EAVE FLASHING WITH

1/2" DRIP EDGE OVER 2X8 EAVE BOARD

WITH CONTINUOUS CLEAT

SEE STRUCTURAL S10.1 FOR

ADDITIONAL INFORMATION
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STORAGE SHED ELEVATIONS

SCALE: 1/8"= 1'-0"

3

A0.5

STORAGE SHED SECTION 

SCALE: 1/4"= 1'-0"

1

A0.5

DUGOUTS,  

BLEACHERS, AND

STORAGE BLDG.

KMJ

A0.5

STORAGE SHED FLOOR PLAN

SCALE: 1/8"= 1'-0"

2

A0.5

SILL PLATE/ WATER TABLE DETAIL

SCALE: 1 1/2""= 1'-0"

6

A0.5

EAVE DETAIL

SCALE: 1 1/2"= 1'-0"

5

A0.5

GABLE DETAIL

SCALE: 1 1/2""= 1'-0"
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 1/8" = 1'-0"A3.5

1 A3.5 WEST ELEV AUTO SHOP

 1/8" = 1'-0"A3.5

3 A3.5 SOUTH ELEV AUTOSHOP

 1/8" = 1'-0"A3.5

4 A3.5 NORTH ELEV GYM

S
E

E
 1

/A
3
.6

0' 4' 10' 20'

1/8" = 1'-0"

 1/8" = 1'-0"A3.5

5 MECH. PENTHOUSE 1 - N

 1/8" = 1'-0"A3.5

6 MECH. PENT HOUSE 1 - E
 1/8" = 1'-0"A3.5

7 MECH. PENTHOUSE 1 - S
 1/8" = 1'-0"A3.5

8 MECH. PENTHOUSE 1 - W

 1/8" = 1'-0"A3.5

9 MECH. PENTHOUSE 2 - N
 1/8" = 1'-0"A3.5

10 MECH PENTHOUSE 2 - E
 1/8" = 1'-0"A3.5

11 MECH. PENTHOUSE 2- S
 1/8" = 1'-0"A3.5

12 MECH PENTHOUSE 2 - W

• PREP & PAINT ALL PREVIOUSLY PAINTED SURFACES.

• DO NOT PAINT PRE-FINISHED METAL FLASHING, COPING, 
& OTHER PRE-FINISHED ITEMS U.N.O.

• PREP & PAINT ALL PREVIOUSLY PAINTED DOORS & FRAMES.

• PREP & PAINT ALL HANDRAILS, BOLLARDS, GUARDRAILS, POSTS,
& COLUMNS AS OCCURES AROUND THE BUILDING.

• PREP & PAINT ALL PREVIOUSLY PAINTED GRILLES, LOUVERS, & 
SHROUDS ATTACHED TO THE BUILDING.

• PREP & PAINT ALL SURFACE MOUNTED PIPING SUCH AS OR SIMILAR 
TO DOWN SPOUTS, CONDUITS, & SERVICE LINES

GENERAL EXTERIOR PAINTING NOTES

2/8/19 ADDENDUM 1

2/14/19 ADDENDUM 2



EXISTING WEST ELEVATION 

SCALE: 1/8" = 1'-0"

1

A3.6

EXIST. PREFIN. MTL. FASCIA , TYP.

EXIST. PAINTED CONC. WALL, PAINT (TYP.)

EXIST. WINDOWS (NO WORK) TYP.

REPLACE EXIST. OVERHEAD

SECTIONAL DOOR

S
E

E
 
1

/
A

3
.
5

S
E

E
 
1

/
A

3
.
1

EXISTING DOOR: PAINT ALL PREVIOUSLY PAINTED DOORS & FRAMES AS

OCCUR TYPICAL

EXIST. PREFIN. MTL. FASCIA , TYP.

CONC COL: PAINT TYPICAL

EXISTING DOWN SPOUTS: PAINT ALL PREVIOUSLY PAINTED AS OCCUR TYPICAL

PROTECT (E) WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

NEW CONC. SHEAR WALL, PAINT

NEW HVAC LOUVER SEE MECH. (ELEV. 2/A5.12)

SOUTH ELEVATION

SCALE: 1/8" = 1'-0"

2

A3.6

S
E

E
 
1

/
A

3
.
2

EXIST. PREFIN. MTL. FASCIA (RE-ROOF) TYP.

EXIST. GYM BEYOND PAINTED CONC. WALL, PAINT (TYP.)

EXIST. WINDOWS (NO WORK), TYP.

RE - ROOF PER SEISMIC

EXIST. BRICK VENEER,

SEAL

NEW CONC. SHEAR WALL, PAINT

RE-INSTALL

SALVAGED WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

NEW CONC. SHEAR

WALL, PAINT

EXIST. DOWN SPOUT:  PAINT ALL PREVIOUSLY AS OCCURS  TYP.

NEW CONC. SHEAR WALL, PAINT

PROTECT

(E) WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

(E) LOUVER OPENING TO BE ABANDON

SEE MECHANICAL

(E) WINDOW SYSTEM

TO REMAIN

6 & 7

A8.5

6 & 7

A8.5

0' 4' 10' 20'

1/8" = 1'-0"

0' 4' 10' 20'

1/8" = 1'-0"
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EXISTING WEST

& SOUTH ELEVATIONS

JKS

A3.6



NEW EXTERIOR

SHEAR WALL

@

3" SEISMIC

GAP

NEW CONC.

SHEAR WALL

@

3" SEISMIC

GAP, PAINT

EXISTING INTERIOR COURTYARD NORTH ELEVATION 

SCALE: 1/8" = 1'-0"

4

A3.7

EXISTING INTERIOR COURTYARD EAST ELEVATION 

SCALE: 1/8" = 1'-0"

5

A3.7

S
E

E
 
1

/
A

3
.
7

EXIST. WINDOWS (NO WORK) TYP.

EXIST. PREFIN. MTL. FASCIA, TYP.

EXIST. CONC. WALL, PAINT (TYP.)

RE-INSTALL

SALVAGED WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

EXIST. LOUVER OR

COVER PER LOCATION., PAINT TYP.RE-SIZE SALVAGED WDW SYSTEM FOR BEST FIT TYPICAL

BID ALT #1

EXISTING INTERIOR COURTYARD EAST ELEVATION (CONT.)

SCALE: 1/8" = 1'-0"

1

A3.7

EXISTING INTERIOR COURTYARD SOUTH ELEVATION 

SCALE: 1/8" = 1'-0"

2

A3.7

S
E

E
 
1
/
A

3
.
7

S
E

E
 
5
/
A

3
.
7

EXIST. CMU, SEAL TYP.

EXIST. 100 AV

PRE. FIN.

MTL. PANEL

EXIST WINDOWS (NO WORK) TYP.
EXIST. CONC. PAINT, TYP. EXIST. CMU, SEAL

100 AV PRE. FIN.

MTL. PANEL

EXIST BEYOND TYP.

RE-INSTALL

SALVAGED WDW

SYSTEM

EXISTING DOOR: PAINT ALL PREVIOUSLY PAINTED DOORS & FRAMES AS

OCCUR TYPICAL

EXISTING DOOR: PAINT ALL PREVIOUSLY PAINTED DOORS & FRAMES AS

OCCUR TYPICAL

EXISTING GREEN HOUSE ALUM. FRAME GLAZING

SYSTEM DO NOT PAINT

RE-SIZE SALVAGED WDW

SYSTEM FOR BEST FIT TYP.

NEW CONC.

SHEAR WALL

@

3" SEISMIC

GAP, PAINT

BID ALT #1

NEW CONC.

SHEAR WALL

@

3" SEISMIC

GAP, PAINT

DEMO CHIMNEY

UPPER SECTION

EXISTING  INTERIOR COURTYARD WEST ELEVATION 

SCALE: 1/8" = 1'-0"

3

A3.7

EXIST. CONC. PAINT,

TYP.

EXIST. WINDOWS TYP.

EXIST GYM. BEYOND, PAINT, TYP.

RE-INSTALL

SALVAGED WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

RE-INSTALL

SALVAGED WDW

SYSTEM

EXISTING DOOR: PAINT ALL PREVIOUSLY PAINTED DOORS & FRAMES AS

OCCUR TYPICAL

EXIST. DOWN SPOUT:  PAINT ALL PREVIOUSLY AS OCCURS  TYP.

REMOVE HVAC THRU-WINDOW

SYSTEM LOUVER / PANEL, PROVIDE

NEW GLAZING SET

(SEE MECH FOR ADDITIONAL

INFORMATION)

CUT NEW LOUVER OPENING,

SEE STRUCT. / MECH. FOR

ADD'L INFO.

5

A8.6

NEW CHIMNEY CAP SEE DTL 5/ A8.6

MECHANICAL FOR MORE INFORMATION

(E) ROOF ACCESS

CONCRETE INFILL W/ REBAR / PINING PER SHEAR WALL

SYSTEM @ OLD MECH. LOUVER (SEE MECH FOR ADDITIONAL

INFORMATION)

RE-SIZE SALVAGED WDW SYSTEM

FOR BEST FIT TYPICAL

46" X 46" CLEAR EACH SIDE TO

MATCH STACK OPENING

0' 4' 10' 20'

1/8" = 1'-0"
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